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Abstract: The Heat Roadmap Europe (HRE) studies estimated a potential increase of the district
heating (DH) share to 50% of the entire heat demand by 2050, with approximately 25–30% of it
being supplied using large-scale electric heat pumps. This study builds on this potential and aims to
document that such developments can begin now with technologies currently available. We present a
database and the status of the technology and its ability of expansion to other European locations by
reviewing experiences aimed at further research or application in the heating industry. This is based
on a survey of the existing capacity of electric large-scale heat pumps with more than 1 MW thermal
output, operating in European DH systems. The survey is the first database of its kind containing the
technical characteristics of these heat pumps, and provides the basis for the analysis of this paper.
By quantifying the heat sources, refrigerants, efficiency and types of operation of 149 units with
1580 MW of thermal output, the study further uses this data to analyze if the deployment of this
technology on a large-scale is possible in other locations in Europe. It finally demonstrates that the
technical level of the existing heat pumps is mature enough to make them suitable for replication in
other locations in Europe.
Keywords: large-scale electric heat pumps; district heating; waste heat; sewage water; natural
refrigerants; energy system flexibility
1. Introduction
It is generally agreed that the quantity of carbon emissions released in the atmosphere as a result
of human activities has reached alarming levels. In December 2015, at the 21st Conference of Parties
summit in Paris, a historic agreement was reached regarding climate changes. It was the first pact
of its kind to cut the carbon emissions and to limit the rising global temperatures to “well below 2 ◦C,
aiming for 1.5 ◦C” by 2100 [1]. To achieve this reduction, the EU has set itself a long-term goal to reduce
greenhouse gas (GHG) emissions by 80–95% before the year 2050, as compared to the 1990 levels [2].
Currently on a European level, energy and transport account for more than 75% of the current CO2
emissions [3], and for these two uses the European Union (EU) imports 53% of the fossil fuel energy
it consumes at a price of over € 1 billion per day [4]. The heating and cooling sector is estimated to
use half of the total energy consumed in Europe [5]. At the same time, potential wasted heat from
industry and electricity production is on the same order of magnitude as the total heating demand of
all buildings in Europe, indicating that there is a possibility to reduce both the imported and consumed
energy, to decarbonize the energy sector, and increase the security of supply.
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The heating sector has a decisive role in achieving these goals, and to mitigate its negative impact,
energy efficiency improvement measures are required on both the supply and demand side, combined
with the inclusion of more renewable energy sources (RES). Much attention was given to the demand
side, by retrofitting the building stock, but lately the type of heat supply has received more attention [5].
The synergy between these demand side energy savings and new supply options was analyzed in the
Heat Roadmap Europe (HRE) studies [6,7]. The first study, which covered the EU27 countries, focused
on increasing DH levels to cover approximately 50% of the total heat demand. The results indicated
that large-scale electric heat pumps and DH systems become increasingly important on a European
level. Therefore, the second study, which investigated the potential for a combined retrofitting and
district heating strategy, quantified and estimated the large-scale electric heat pumps needed to an
aggregated capacity of approximately 40 GW of thermal output, and supply 25–30% of the total DH
production by 2050. DH production for 2050 is calculated to be 1571 TWh/year including 17% heat
losses. The large-scale heat pumps are estimated to produce 520 TWh/year with a coefficient of
performance (COP) of 3. Such an increase enables a much larger utilization of alternative sources of
heat, from RES to waste heat [7].
Waste heat can come mainly from various exothermic activities. Some of this heat has the desired
temperature levels for direct use in the DH systems, such as the heat produced from thermal power
generation. When the temperature levels are not high enough, add-on solutions are required in the
shape of large-scale heat pumps, which move the heat from a low-temperature input (the heat source)
to a high temperature output (the DH system) through a closed compression process. The advantage
of using this technology is its efficiency (e.g., compared to electric boilers) and its ability for using
inexpensive sources of heat to balance the thermal and electricity grids [8].
Since the potential to expand the capacities of these heat pumps exists, there seems to be a lack of
understanding on the role of this technology by both the heat pump industry and utility companies.
This is very concerning, as electric large-scale heat pumps were documented to be a critical part
of an integrated Smart Energy System [9]. Such a Smart Energy System enables the flexible and
efficient integration of large amounts of fluctuating and intermittent electricity from wind turbines
and photovoltaics by interconnecting the electrical, thermal and gas grids. The gas grids and liquid
fuels allow for long-term storage, whilst heat pumps, DH and thermal storage allow for the short-term
storage [10].
The importance of large-scale electric heat pumps in DH systems has been already analyzed from
multiple perspectives. So far, the studies related to this technology have focused on their operational
integration with other technologies [11–16], the role in the future Smart Energy Systems [9,17],
the availability of heat sources [18], the role in limiting the use of biomass [19] and economic aspects
of integrating them on a local or national level [20–22]. HRE studies investigated the role of DH
on a European scale, assigning large-scale electric heat pumps with a critical position in the future
energy grids [6,7], whilst another study looked into the history and role of large-scale heat pumps
in Sweden [23]. None of the studies inquired as to the existing, state-of-the-art technological level of
these heat pumps, and if they are ready to assume their role in the future energy systems, namely to
integrate the intermittent electricity sources.
Thus, an interest in having an overview of the status of the large-scale electric heat pumps in
DH systems triggered the development of this study, which aims to be a first study of the majority of
such heat pumps operating in DH systems in the EU28, Norway and Switzerland. The heat pumps
outside Europe are not taken into consideration, as the aim of this study is to quantify the status
of the technology in the context of the HRE findings, which gives large-scale electric heat pumps a
critical role in their proposed future energy scenarios. The scope of this paper is to analyze the existing
electricity-driven units with a thermal capacity output equal or greater to 1 MW. Absorption heat
pumps, as these do not have the capacity to integrate the intermittent RES and thus balance the electric
and thermal grids.
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The study quantifies their most relevant technical characteristics to inquire if the technology used
nowadays is mature enough to be deployed on a larger scale across Europe to integrate the increasing
amounts of intermittent electricity supplied through renewable electricity sources. The intent of this
study is to raise awareness and facilitate the access of the stakeholders to more information for a
technology for which the knowledge is generally limited.
2. Materials and Methods
The units (available in Supplementary Materials), are grouped per country, heating plant and
in the decreasing order of their age. The rest of the data includes information on the heat sources,
refrigerants used, capacities, COP, input and output temperatures and possibility for providing cooling.
The COP and the heat source and heat supply temperatures of the heat pumps in the survey represent
average values. The operating hours are available only for a limited number of heat pumps in the
survey, and are not included in the survey. For Sweden, the average operating hours for almost all
heat pumps are based on the capacity factor and its aggregated values.
The structure of the analysis focuses on the findings of the survey: capacities and market
development, heat sources, refrigerants, COP, output temperatures and types of operation, and
then considers the possible deployment based on the main findings.
Data collection was performed between September 2015 and February 2017, mainly through online
research from heat pump manufacturers, utility companies, newspapers and fact sheets of energy
companies, presentations and databases of national DH associations. However, valuable information
was also provided through email and phone correspondence with project, utility, association and
manufacturer representatives and in interviews with experts. Follow-ups were made using the phone
for personal communication with these representatives. The references for this data are presented in
the Supplementary Materials. Most of the data for the heat pumps in Sweden have been gathered from
a national heat pump survey on large-scale electric heat pumps in DH systems [23].
Therefore, given the different sources and ways of gathering information for this survey, it is
likely that some of the data is biased, or could not represent the exact situation on site. Some of the
parameters of the heat pumps are based on information which is not always accurate, as various
data collection channels were used. Some of the heat pumps, functional at the moment of the data
collection, may not be functional at the date of the publication of this study. The authors have tried to
the best of their ability to avoid such biases, by conducting expert interviews and having a broad base
of empirical data and sources. All the gathered data is published with references so others can improve
and continue such efforts. The objective is to provide data for further research, industry, students and
others with interest in the field.
3. Findings of the Survey
3.1. Overall Capacities and Market Development
The data gathered in the Supplementary Materials contains the technical characteristics of
large-scale electric heat pumps in DH systems in 11 countries, whilst in the rest of the countries,
within the scope of this survey, such large-scale heat pumps were not identified. The survey found
149 units, operating at almost 80 locations across 11 European countries, with an aggregated thermal
output capacity of approximately 1580 MW. The establishment year of the heat pumps in the survey is
known for 143 of the total number of units and it is detailed in Table 1. The table also accounts for the
units added later on to existing heat pump plants.
Numerous heat pumps were installed mainly in Sweden in the 1980s, and this was caused, at the
time, by a temporary surplus of electricity produced by newly-built nuclear power plants. Given the
limited export capacities, the excess electricity had to be used within the country, so a legal framework
was created to support an increase of electricity demand, through the installation of individual and
large-scale electric boilers and even grant the installation of individual and large-scale heat pumps [23].
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At the date of the completion of this survey, approximately 1000 MW of the large-scale heat pumps
built in Sweden the 1980s were still operational.
Table 1. Overall capacities, number of units and average capacities for the heat pumps where the
establishment year is known.
Year Capacity (MW) Number of Units Average Capacity (MW)
1981–1985 490 37 13
1986–1990 533 28 19
1991–1995 35 3 12
1996–2000 157 10 16
2001–2005 59 8 7
2006–2010 173 20 9
2010–2016 121 37 3
Total 1568 143 11
The capacities and units installed in the 1990s are considerably lower than in the previous period,
and this trend continues through the beginning of the next decade, when very few new heat pumps
were built. However, starting with the middle of the last decade, more projects were completed, and
this trend spread later to the rest of the countries in the survey, except Sweden, where many heat
pumps were decommissioned between 1990 and 2010. It is to be noted that Sweden had 120 units and
over 1500 MW of heat pump capacity installed at the early beginning of the 1990s, but a part of this
capacity was decommissioned, aggregating 47 units with over 300 MW. These were mainly smaller
units (below 10 MW), leaving the larger ones still functional [23]. The main reason for the reduction
in the number of heat pumps was that the supply of electricity levelled up with the demand, so the
lack of surplus electricity made large-scale heat pumps a less viable solution [8]. The reduction was
also related to a higher competition from waste and biomass combined heat and power (CHP), due to
market price changes [23], and possibly because of the unreasonable costs for smaller heat pumps to
be converted from the high ozone-depleting potential (ODP) refrigerants to environmentally friendlier
ones [24].
Table 1 also demonstrates that between 2010 and 2016, more units were installed compared with
the previous decade, but the size of these units is smaller. The historical average size of the units in this
survey shows a gradual decrease in capacities, from approximately 16 MW for the period 1980–2000,
to approximately 5 MW for the period 2001–2016. This change in the size of heat pumps has several
causes, and is generally related to the type of refrigerant used (further discussed in Section 4.2), but
also to the lack of surplus electricity to be integrated by the heat pumps and the competition from
other types of heat supply.
In Figure 1, two observations can be made. Firstly, the heat pumps in Sweden are old, and it
is unclear how many years these respective units will continue to function, especially when some
of the units will have to implement a refrigerant replacement. A second observation is that in the
rest of the countries, new investments for large-scale heat pumps were made, and many projects
were commissioned in or after 2006, which was chosen as a border year between the new and older
generation of heat pumps. Most of the new projects that were commissioned after 2006, are in more
countries such as Denmark, Finland, France and Italy.
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3.2. eat Sources
There are seven types of heat sources use b t e lar e-sc l l t .
There is no dif erentiation in ter s of types of heat sources use by the ol a e e t .
These types of heat sources are detailed in the sections bellow and in Table 2.
1. Sewage water—The most common type of heat source found in the survey, with 54 examples
found in Norway, Sweden, Finland and Switzerland. It has been used since 1981. The total
installed capacity of the heat pumps using this type of heat source is 891 MW, representing 56%
of the total installed capacity, with an average of 17 MW per unit and with a temperature range
between 10 and 20 ◦C. The sewage water is generally treated before being used as heat source,
except for some heat pumps in Norway.
2. Ambient water—In the survey, it is represented by the sea, lake and river water and has 34 units
with 390 MW of capacity installed. This represents 24% of the total capacity installed, with an
average of 11 MW per unit, and a temperature range for the heat source of 2 to 15 ◦C.
3. Industrial waste heat—This type of heat source is produced by various industrial processes, and
28 units use it, with a total capacity of 129 MW. This represents 8% of the total capacity installed,
with an average capacity for each heat pump of 5 MW and with a temperature range of the heat
source between 12 and 46 ◦C.
4. Geothermal water—This type of heat source is found with 19 units, and a total capacity of 97 MW.
These heat pumps represent 4% of the total capacity installed and have an average capacity per
unit of 5 MW, but with a very wide temperature range for the heat source, of between 9 and
55 ◦C.
5. Flue gas—The seven units in this survey have a total capacity of 40 MW. The average capacity
per unit is 6 MW, and a temperature range at the heat source between 34 and 60 ◦C.
6. District cooling—This is used as a heat source by the heat pumps connected to the return pipe of
the district cooling network. There are four units built in Sweden, Finland and Denmark, with a
total capacity of 30 MW using only this type of heat source, and another four units use district
cooling as a secondary heat source, but these were included in the sewage water section. This
type of heat source represents the lowest temperature ranges in the survey, between 0 and 9 ◦C,
and the heat pump operating in Høje Taastrup (Denmark) has the lowest temperature heat source
in the survey, of 0 ◦C.
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7. Solar heat storage—All the heat pumps using this type of solar heat source are located in Denmark.
These are three units and all have a capacity of 4 MW, with an average capacity between 1 and
1.5 MW. The temperature ranges for the heat sources are between 10 and 35 ◦C.
Table 2. Heat sources for the heat pumps in the survey and some of their most important features.
Type of Heat Source Capacity(MW)
Percentage of
Total Capacity
Number of
Units
Average Capacity
Per Unit (MW)
Temperature
Range (◦C)
Sewage water 891 56% 54 17 10–20
Ambient water 390 24% 34 11 2–15
Industrial waste heat 129 8% 28 5 12–46
Geothermal heat 97 4% 19 5 9–55
Flue gas 40 2% 7 6 34–60
District cooling 30 <2% 4 7 0–9
Solar heat storage 4 <1% 3 1 10–35
Total 1580 149 0–60
3.3. Refrigerants
Information about the refrigerants is available for 140 units out of the total 149, and these are
separated in two categories: natural and synthetic refrigerants. The natural refrigerants are NH3
(ammonia) and CO2, whilst the synthetic refrigerants are hydrofluorocarbons (HFCs) further explained
below. By building on the findings for the establishment years of the heat pumps (Table 1), Figure 2
uses the year 2006 as a border year between the new and older generations of heat pumps, to define
the trends in refrigerant use.
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Figure 2. Breakdown of the refrigerants used by the heat pumps in the survey.
These natural refrigerants are both characterized by very low global warming potential (GWP) and
non-existent ODP, which makes them available to be used with few or no environmental restrictions.
They have mainly been used after 2006 and comprise 19% of the total stock of heat pumps in this survey:
1. Ammonia (NH3)—Ammonia is a refrigerant generally used in medium and large-scale
applications. It can work to temperatures up to 90 ◦C, such as at the Drammen heat pump
plant (Norway), with a COP over 3. Its efficiency is comparable with the one of the synthetic
refrigerants analysed in this survey, and it is moderately fla mable and toxic, so it requires
specific safety precautions [25]. Due to its corrosive properties and different working temperature
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and pressure, ammonia cannot be used to retrofit the heat pumps using synthetic refrigerants,
such as R-22 and R-134a. The heat pumps using NH3 account for 26 units with a total heating
capacity of 51 MW, with the oldest units in the survey operating in Laussane (Switzerland)
since 1986.
2. Carbon dioxide (CO2)—Carbon dioxide is a non-toxic, non-flammable and non-corrosive
refrigerant, which is generally obtained as a waste product, making it as one of the low-cost
refrigerants [25]. It is also a transcritical fluid, meaning that temperature and pressure can be
controlled individually, unlike other condensing (subcritical) refrigerants. It’s heating COP is
25–150% better than R-134a, and is suitable for high temperature lifts, as the lower the temperature
in the inlet is, the better overall efficiency it has [26]. A drawback of this refrigerant is the high
pressures it must work under, making it less suitable for large-scale applications (larger than
1–2 MW). There is only one example of a large-scale heat pump using CO2 refrigerant in the
survey, in the Marstal DH network in Denmark, with a heating capacity of 1.5 MW.
On the other hand, the synthetic refrigerants dominate the survey, and R-134a, present in more
than 90% of the installed capacity, is the most common type of refrigerant used by the large-scale heat
pumps in the survey. Another three units use R-152a and R-245fa. All these synthetic refrigerants were
included on the list of controlled substances to be phased down through the Montreal Protocol by
2040 [27], and are further discussed in Section 4.2. The following section explains some of the main
characteristics of these refrigerants:
1. R-134a—It is the most used HFC in the survey, and serves as refrigerant for 110 heat pumps in the
survey, with a capacity over 1450 MW. It has zero ODP as it does not contain the chlorine atom,
and good heat transfer properties by providing a wide temperature gap. It is also non-flammable,
non-toxic and it was regarded as the most suitable option for retrofitting old heat pumps using
R-12 and R-22 [28]. The refrigerant has a GWP potential of 1300, which has caused it to be
prohibited already in countries such as Denmark and Switzerland.
2. R-152a—It is a HFC which has a GWP of 124 and similar thermodynamic properties as R134a,
even yielding a higher COP. Generally, this refrigerant is used in blends with other refrigerants
due to its very high flammability, and in the survey two heat pumps use it [29].
3. R-245fa—A HFC, generally used in high temperature applications. It has a GWP of 950 and a
moderate toxicity with a critical temperature of approximately 150 ◦C, but it works at a pressure
similar to R134a [30]. In the survey, it is found in one example.
3.4. Coefficient of Performance
The COP represents the efficiency of a heat pump, and is given by the ratio between the thermal
output and electricity input. For the heat pumps in the survey, the COP has a value between 3 and 4
and this represents the average practical COP, generally achieved throughout one year and not as a
seasonal mean value over an operational phase. Also, the COP values presented in this survey do not
include the electricity used by the auxiliary pumps (to pump the heat source).
Two heat pumps in Sweden, which increase the return temperature of water in the DH system by
several degrees and use the R-134a refrigerant, achieved the highest COP in the survey, at 6.5. A heat
pump in Denmark uses NH3 refrigerant and boosts the temperature from the inlet of the heat pump by
approximately 30 ◦C, achieving the other high COP of 6.3. Two geothermal heat pumps in Milano give
the lowest COP of 2.65, with a temperature difference between the inlet and outlet of the heat pump of
75 ◦C. An overview of the COP for the heat pumps in the survey is available in Figure 3, overlaid with
the operating temperatures and establishment years. As a general rule, the smaller the temperature
increase is, the higher the COP.
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Figure 3. Operating temperatures for the heat pumps built before 2006 (orange) and beyond 2006
(blue), for the units where all the data was available (input and output temperature, coefficient of
performance (COP) and establishment year). Each bar represents one heat pump.
There are many examples of heat pumps in the survey that provide a high temperature increase
and a igh COP, b t ther is no clear diff rence in terms of efficiency between the old and new
generation of heat pumps, sh w ng that high efficiencies were achieved by the old heat pumps even in
the 1980s.
3.5. Output Temperatures
The temperatures the heat pumps need to operate at are defined by the requirements of each DH
network, and this was considered as a barrier for the expansion of technology. However, the data
gathered in the survey shows that high temperature increases have been achieved since the 1980s, and
as in the case of the COP, no clear difference is found between the heat pumps built until 2005 and
beyond 2006 (Figure 3). Based on the findings of the survey, the output temperatures at the condenser
are classified in Table 3 and as follows:
1. e perature < 70 ◦C—achieved in the advanced low temperature DH networks using NH3 and
R-134a refrigerants and generally built after the year 2006, when the need for such type of DH
temperatures increased. Currently, 19 units or approximately 40 MW of the i stalled capacity
provides these temperature levels. The average COP of these heat pumps is 4.5. Good practice
examples are found in Trondheim (Norway), Randers (Denmark) or Dietikon (Zürich).
2. Temperature between 70 and 80 ◦C—the most common range of temperatures found among the
heat pumps in the survey, representing the delivery temperature for 57 units or over 700 MW of
the existing capacity in all the countries. These temperatures were achieved in the 1980s by the
heat pumps in Sweden.
3. Temperature > 80 ◦C—represented by some of the most optimised heat pumps, such as the ones
in Drammen (Norway), Milan (Italy), Helsinki or Mäntsälä (Finland) and which generally have a
high temperature increase. No l ss than half of these heat pumps were built in Sweden in the
1980s, when high temperature increases were already possible, and the survey accounts for 34
units or over 400 MW of the installed capacity.
Table 3. Output temperature ranges with number of units, total capacity and average COP.
Output Temperature Ranges (◦C) < 70 71–80 > 80
Units 19 57 34
Capacity (MW) 40 725 425
Average COP 4.5 3.6 3.7
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3.6. Type of Operation
The type of operation refers to primary or the secondary load a heat pump can supply in the DH
network, reflected in the operating hours, and the capacity of supplying cooling.
For the heat pumps in the survey, minimal data was provided on the operating hours and the
share of production in DH, thus their role in the DH networks could not be clearly established, as this
is a parameter which fluctuates from year to year. Some of the heat pumps installed in the newest
age group (2011–2016) are operated on a continuous basis (7000–8000 h/year), mainly to achieve a
faster return rate of the investment, but since this data is limited, it cannot be assumed that all the heat
pumps in this age group operate in the same way. These heat pumps supply the primary load, as they
function continuously throughout the year and ensure a certain percentage of the base load.
Other heat pumps function on a secondary basis, with only a few operating hours, in the range
of 4000–7000 h/year, operating mainly in the heating season, and very few of them function on an
intermittent basis given by the price of electricity. The heat pumps in Sweden, which represent the
largest share of capacity in the survey, have a capacity factor of 44%, corresponding to approximately
4000 h/year for the period 2002–2013 [23].
Thus, it can be estimated that on average, the heat pumps in the survey have a heat output
between 6.5 and 9.5 TWh/year, considering that the operating hours can vary depending on the
location, between 4000 and 7000 h/year, with a capacity factor between 45 and 70%.
According to [23], the experiences from Swedish heat pumps demonstrate that the number of
start-ups are within the limit of normal operation of the electrical compressors which are considered to
be among the most vulnerable components of a heat pump. This statement relates to the operation of
the heat pumps in Gothenburg, which have operated since the 1990s only in connection with the price
of electricity [31]. However, this is challenged in [8], where it is stated that heat pumps are profitable
in continuous operation along with a stable electricity supply, and where frequent start-ups create
mechanical wear along with a low COP during the start-ups.
Therefore, the existing knowledge on the lifetime of the components for large-scale electric heat
pumps is limited, but according to [32], the first components to suffer from mechanical wear are the
components of the compressor, such as impellers, bearings or shaft seals. Other parts, like the electrical
engine, gears, coupling, tubes in heat exchangers and computer systems are also known to require
replacement especially when the unit reaches 20–30 years of operation. Finally, it is important to note
that the existing large-scale heat pumps have not been designed so far for flexible regulation to include
numerous starts-ups.
District Cooling
Besides their heating needs, some buildings have cooling requirements too. Many of the existing
district cooling networks are in the Nordic countries, where district cooling received a growing interest,
due to an increased concentration of local businesses, environmental friendliness, energy efficiency
and opportunity of improving the profitability of a plant. These cooling networks are smaller than
the heating ones, and usually supply the service and industry sectors. The cold water is distributed
to the customers in similar ways as the hot water for DH. The technology is generally constituted by
absorption or mechanical chillers, but also by natural cooling, using the water from the cold lakes or
streams. The electric large-scale heat pumps have the capacity to provide both the heating and cooling
needs, and the survey accounts for 49 units that supply cold water in district cooling networks, besides
the heating needs.
4. Possible Deployment and Potential in Europe
There are multiple factors considered for a quantitative expansion of large-scale heat pumps in
more DH systems in Europe. A first observation in the trend across all three generations of DH was a
decrease of the distribution temperature [33], an outcome proving beneficial for the use of heat pumps,
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which provide better COP when the temperature lift is lower. The necessary output temperatures of
heat pumps are given though by the refrigerant used, temperature of the heat source, along with other
characteristics, such as the compressor or contact surface of the heat exchangers [34].
Four aspects can prove defining for a possible future deployment of this technology, and are
analysed in this section, structured on the findings of the survey. These relate to heat sources,
refrigerants, output temperatures and type of operation.
4.1. Heat Sources
The heat pumps in the survey use various types of heat sources in the form of sewage and ambient
water, industrial waste heat, geothermal heat, flue gas, district cooling and solar heat storage. DH
provides the ability to use this heat locally, as otherwise this energy would be lost. Much of this energy
is currently lost, as there is more waste heat in Europe than the necessary to supply the entire heat
demand [7]. In the scenario where all this heat could be effectively captured, it would only need
to be transported through DH to the consumers. Nevertheless, not all of the heat has the required
temperature levels, so solutions in the form of large-scale heat pumps enable the effective use of this
heat. By analysing the type of heat sources presented in Section 3.2, there are several observations to
make about the types of heat sources used.
A first observation relates to the range of heat source temperatures, which starts from 0 ◦C and
goes up to 60 ◦C, and in all the cases these temperatures prove compatible for upgrading to the
required DH temperatures (which differ in each country and network). The temperatures that go
above the highest temperature presented here should be suitable for direct use in a low-temperature
DH system.
A second observation relates to the type of heat source used. Sewage water is the most common
type of heat source used by the heat pumps in the survey, with 913 MW of installed capacity,
representing 57% of all the total capacity reviewed in this survey. This type of heat source is regarded
as a long-term stable type of heat source [23] and the largest capacities of heat pumps using it are
installed in cities such as Stockholm (230 MW), Gothenburg (160 MW), Helsinki (90 MW), or Oslo
(40 MW). Since these cities managed to make use of this heat source, similar solutions could be applied
in other major European cities that benefit or will benefit from DH systems too.
The same can be stated about ambient water, which can be a valuable heat source despite its
generally lower temperatures. Accessible in coastal areas or in the proximity of large rivers or lakes, it
can provide a stable and secure source of heat throughout the year. For more than 30 years the largest
sea water heat pumps in the world (250 MW) have been operating in Stockholm and even though the
sea water temperatures have an average of 3 ◦C, the heat pumps can raise the temperature to 80 ◦C,
whilst achieving a COP of 3. The ammonia-based heat pumps in Drammen (Norway) achieve similar
results. Ambient water provides the ability to provide a high debit of water, thus enabling the heat
pumps to extract more heat.
A third observation relates to the use of industrial waste heat, and the HRE studies identified
that there are vast amounts of excess heat currently being wasted in Europe. According to the survey,
at least 28 heat pumps use this type of heat in Europe today. Therefore, from a heat recovery and
distribution perspective, large-scale heat pumps and DH systems can prove a viable solution for
many locations in Europe. By correlating the excess heat sources with the heating demands, it results
that these are often located in the proximity of urban areas [7,35]. Some of the excess heat resources
indicated in this study include low temperatures too, coming from industries such as chemical, food,
beverage, paper or printing, producing excess heat that can be captured by heat pumps. Examples of
such heat pumps in DH systems using these types of excess heat are the Skjern paper mill (Denmark),
Wörgl diary factory (Austria), or the network in Rheinfelden 2 (Switzerland), which uses the waste
heat from the brewing factory. However, thermal power generation have the highest levels of excess
heat, with approximately 70% of heat originating from power plants, which can be used directly in
the DH systems [36]. In addition, it is important to note that this type of heat source is dependent on
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the industry supplying it, and in Sweden the heat pumps using industrial waste heat represented the
highest number of decommissioned units between 2000 and 2013 [23].
Thus, given the types of heat sources in use today by the heat pumps reviewed in this survey,
and their relative equal spread in the proximity of urban areas, it can be concluded that from a heat
source perspective that the possibilities of using these sources are varied. Sewage water has the
greatest advantages, due to its relatively high temperature, long-term stability and proximity to urban
areas. Industrial waste heat shares the same advantages as the sewage water, but lacks long-term
stability. Finally, even the low temperature heat sources, such as ambient water and the return of
district cooling, can be successful heat sources, whilst also reaching an average COP of 3. Sewage,
ambient and geothermal water and waste heat remain as the most common heat sources, but after
the year 2000 new types of heat sources emerged, such as flue gas and solar heat storage, which may
prove to have a more important role in the future DH systems. These characteristics are summarized
in Table 4.
Table 4. Characteristics of the heat sources used by the heat pumps in the survey (
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levels of GWP in the latest F-gas regulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed along with newly-developed projects. This is related to the improved 
physical properties of the natural refrigerants (especially of NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy level, which aim to reduce the 
use of powerful greenhouse gases. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substances to be phased down by 2040. The amendment will enter into force starting with 
the 19th of January 2019, provided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might bring barriers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump manufacturers are considering 
the use of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps can achieve, which is currently not more than 6 MW 
thermal output per unit, but this can always be overcome by connecting multiple modules together 
if the space for them exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pressure, and more compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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the use of a ew f ily of r friger nts, n mely hydrofluor olefins (HFOs). Each of the e refrig rants 
a  its adv ntages and dis dvantages. 
The new generat ons of heat pumps using NH3 ave reached a certain level of technological 
mat rity and can achie e simila  perfor ances or outrun t e h at pumps using HFCs. A p ssible 
drawback is the ca ac ty such h a  pump  an chieve, whi h is curr ntly no  more th n 6 MW
thermal output per unit, but this can always be v rcome by conn ctin  multiple modules together 
if the space fo  them xists. Another p ssibly viable refrigerant for th  future is CO2, which can 
provide hig  performanc s, b t the h h pressure his r frigerant needs to work at establish the 
main barrier in th  development of larger capacities for this type of he t pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pres ure, nd more compressors are necessa y to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, th  development of this technol gy in relatio  to DH could prove beneficial, 
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a bient and ge thermal water nd waste heat remain a  the ost common heat sources, but after 
the year 2000 new types of t source  emerged, such as flue gas and solar heat storage, which may 
prove to have a more important role in th futur  DH sy tem . These characteristics are summarized in 
Table 4. 
Table 4. Charac ri tics of the heat sourc s sed by the heat pumps in the survey (▲ high, ▬ medium, 
▼ low). 
Ty e of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water ▲ ▲ ▲ 
Ambie t water ▬ ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by he electric l rge-scale heat pumps h ve a go d applicability and 
compatib lity with t existing compressor he t pumps, but HFC efrigerants have already 
encou tered legisla ion issu s in count ies such as Denmark r Switzerland. In Denmark the use of 
R-134a i  qu ntiti s la ger than 10 kg has b en rohibited since 2006 [37] whilst Switzerland adopted a 
imi ar strategy, wit   str ngthened ati nal F-gas olicy, which prohibits the placeme t on the market 
station ry units usin  HFC, specifically units with apacities v r 600 kW starting fr m December 
2013 [38]. 
On an EU policy level, ther  is currently n restricti on the use f HFCs for large-scale 
applications in th heati g and c oling s ctor, but restricti ns w re issued for refrigerants with high 
levels o  GWP i  the latest F-gas r gulations [39]. A tendency of migration from synthetic to natural 
r frigerants can be obser d along with wly-d veloped projects. This is related t  the improved 
physical prop ies of th  n tural refrigerants ( specially f NH3, where the te hnology has reach d 
a certai  maturity) but is also due to t e push for ch nges on a policy l v l, hich aim to reduce the 
of po erful gr nh use g s s. On  uch r cent c ange is the amendmen  to the Montreal 
Pr tocol, signed i  October 2016 at the 28t  Meeting of Parties, which adds the HFCs to the list of 
contr lled substances to be phas d down by 2040. The amendment will enter into force starting with 
th 19th of J nuary 2019, rovided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after th ratific ion by the 20th party. This appli  t  developed countries, th s the EU. The 
ph se-down will be done in steps, o t at b  2040 the levels of Cs will be reduc d by 85% 
com ared to the average consumpti n in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the b line [27]. The amendm nt m ght bri  barriers to the inclusion of mor  large-scale heat 
pump  in th  future DH syste s, but options do exist. T e safest options to go with i  the future are 
the natur l refrig rants, such as NH3 d CO2, whilst some heat pump ma ufacturers are considering 
the u  f a new family of r frigerant , n mely hydrofluorool fins (HFOs). Each of these refrigerants 
has i s advantages and di advantages.
T e new gener tions of heat pumps usin  NH3 have rea ed a c ta n level of technological 
maturity and can a hi  similar p rformance  or outrun the heat pumps sing HFCs. A possible 
draw ack is the capacity such heat pumps ca  c ieve, w ic  is c rr ntly not more than 6 MW 
th m l output per unit, but his can always b  vercom  by conn cting ultiple modules togeth r 
f th  sp ce for hem exists. Another possibly viable refri er nt for the future is CO2, which can 
provide high performances, but the high pressur s this refr gerant needs to work at stab ish the 
main barrier in the develop ent of larger capacities for this type of heat pump. This mainly affects 
the b g er parts of the a semblies and t  int rnal piping. The larger the subassembly, the higher the 
pressure, and more compressors are nec ssary to achieve 1 MW therm l output than for an equivalent 
NH3 heat ump. Overall, t e develo ment f this technology in relation to DH could prove beneficial, 
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ambient and geothermal water and aste heat rem in as the most common heat sourc s, but after 
the year 2000 new types of heat ources e erg d, such as flue gas and solar heat storage, which may 
prove to have a more important role in the future DH systems. These characteristics are summarized in 
Table 4. 
Table 4. Characteristics of the heat sources used by the heat pumps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage ater ▲  
Ambient water ▬ ▲ ▲ 
Industrial waste heat  ▼ ▬ 
Geothermal water  ▲ ▼ 
Flue gas ▲ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pu ps, but HFC refrigerants have already 
encountered legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst Switzerland adopted a 
similar strategy, with a strengthened national F-gas policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently no restriction on the use of HFCs for large-scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed along with ne ly-dev loped projects. This is related to the improved 
physical properties of the natural refrigerants (especially of NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy level, which aim to reduce the 
use of powerful greenhouse gases. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substances to be phased down by 2040. The amendment will enter into force starting with 
the 19th of January 2019, provided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might bring barriers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump manufacturers are considering 
the se of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps can achieve, which is currently not ore than 6 MW 
thermal output per u it, but this can always be overcome by connecting multiple modules together 
if the space for the  exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pressure, and ore compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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mbient nd geothermal w er and waste heat r main a the most co mon eat sources, but after 
the year 2000 new types of e t ource  e erged, such as flue gas and solar heat storage, which may 
prove to have a more important role in th future DH sy tem . These characteristics are summarized in 
Table 4. 
Table 4. Charact ristics of the heat sources used by the heat pumps in the survey (▲ high, ▬ medium, 
▼ low). 
Ty e of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage ater ▲  
Ambient water ▬ ▲ ▲ 
Industrial waste heat  ▼ ▬ 
Geothermal water  ▲ ▼ 
Flue gas ▲ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by he electric large-scale heat pumps have a good applicability and 
compatibility with t  existing compressor heat pu ps, but HFC refrigerants have already 
encou tered legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is qu ntiti s la ger than 10 kg has been prohibited since 2006 [37] whilst Switzerland adopted a 
similar strategy, with a trengthened nati nal F-gas olicy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities ov r 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently n  restricti n on the use of HFCs for large-scale 
applications in the heating and c oling s ctor, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A tendency of igration from synthetic to natural 
refrigerants can be obser d along with newly-developed projects. This is related to the improved 
physical prop ties of th  n tural refrigerants (especially f NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy lev l, which aim to reduce the 
of powerful greenhouse g ses. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controll d substances to be phas d down by 2040. The amendment will enter into force starting with 
the 19th of J nuary 2019, rovided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, o that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumpti n in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amend ent m ght bri g barriers to the inclusion of more large-scale heat 
pump  in the future DH systems, but options do exist. T e safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump manufacturers are considering 
the us  of a new family of refrigerants, namely hydrofluorool fins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have rea ed a certain level of technological 
maturity and can a hieve similar p rformances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps ca  achieve, whic  is currently not ore than 6 MW 
thermal output per unit, but this can always be overcome by connecting multiple modules together 
if the space for the  exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and th  int rnal piping. The larger the subassembly, the higher the 
pressure, and more compressors are nec ssary to achieve 1 MW therm l output than for an equivalent 
NH3 heat ump. Overall, t e development f this technology in relation to DH could prove beneficial, 
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ambient and geothe mal water and waste heat main a  the most common heat sou ces, but after 
the year 2000 new types of heat sources emerged, such as flue gas and solar heat storage, which may 
prove to have a more important role in the future DH systems. These characteristics are summarized in 
Table 4. 
Table 4. Characteristics of the heat sources used by the heat pumps in the surv y (  high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water ▲ ▲ ▲ 
Ambient water ▬ ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pumps, but HFC refrigerants have already 
encountered legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst S itzerland adopted a 
similar strategy, with a strengthened national F-gas policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently no restriction on the use of HFCs for large-scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed along with newly-developed projects. This is related to the improved 
physical properties of the natural refrigerants (especially of NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy level, which aim to reduce the 
use of powerful greenhouse gases. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substances to be phased down by 2040. The amendment will enter into force starting with 
the 19th of January 2019, provided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might bring barriers to the inclusion of ore large-scale heat 
pumps in the future DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump manufacturers are considering 
the use of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps can achieve, which is currently not more than 6 MW 
thermal output per unit, but this can always be overcome by connecting multiple modules together 
if the space for them exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pressure, and more compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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ambient and geothermal water and wast  heat remain as the most common heat sources, but after 
th  year 2000 new types of heat sources m rged, such as flue gas and solar heat storage, w ich may 
prove to have a more impo t t role in t  f ture DH syst ms. These charact ristics ar  summ rized in 
T ble 4. 
Table 4. Characteristics of the heat sources used by the h at pumps in th  survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water ▲ ▲ ▲ 
Ambient water ▬ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerant  
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pumps, but HFC refrigerants have already 
encounter d legislation issues in countries such as Den ark or Switz rland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst Switzerland adopted a 
similar strategy, with a strengthened national F-gas policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW s arting from D cember 
2013 [38]. 
On a  EU policy level, there is currently no restriction on the use of HFCs for larg -scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the lates  F-gas regulations [39]. A tendency of migration from synthetic to natural 
refr gera ts can be observed a ong with newly-devel ped p ojects. This is related o the improved 
physical properties of the natural refrigerants (especiall NH3, where the technology h s re ched 
a certain maturity) but is so due to the push for changes on a policy level, which aim to educe the 
use of powerful gr e house gases. One such recent change is the amendment to th  Montreal 
Protocol, signed in October 2016 at the 28th Meeting f Parties, which adds the HFCs to the list of 
controll d substances to be phased down by 2040. The amendment will ent r in force star ing with 
the 19th of Ja uary 2019, provided that at l ast 20 parties ratify it. Otherwise, it ill enter force 90 
days after he ratification by the 20th party. This pplies to deve oped countries, thus the EU. The 
phase-down will be done in s eps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% f HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The am ndment might bring barriers to the inclusion of more large-scale heat 
umps in the futur  DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some at pump manufacturers are considering 
the use of a new family of refrigeran s, amely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantage  and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity nd can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat p mps can achi ve, which is currently n t more than 6 MW 
thermal output per unit, but this can always be overcom  by connecting multiple module  tog ther 
if the spac  for them exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to w rk at establish the 
main barrier in th  development of larger capacities for this type of hea  pump. This mainly affects 
the bigger parts of the assembli s and the internal piping. The larg r the subassembly, the hig r the 
pressure, and more c mpress rs e ne essary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, th  development of this technology in elation to DH could prove beneficial, 
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ambient and geothermal water and waste heat remain as th  most common heat sources, but af er 
the year 2000 new types of heat sources emerged, such as flue gas and solar heat storage, which may 
prove to have a more impor ant rol in the f t re DH s st ms. These c aracteristics are summarized in 
Table 4. 
able 4. Characteristics of the heat sources used by th  heat mps in the survey ( high, ▬ medium, 
▼ lo ). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
S wage ater ▲  
Ambient water ▬ ▲ ▲ 
Industrial wa te heat  ▼ ▬ 
Geothermal water  ▲ ▼
Flue gas ▲ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pu ps, but HFC refrigerants have already 
encountered legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst Switzerland adopted a 
similar strategy, with a strengthened national F-gas policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently no restriction on the use of HFCs for large-scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed along with newly-developed projects. This is related to the improved 
physical properties of the natural refrigerants (especially of NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy level, which aim to reduce the 
use of powerful greenhouse gases. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substances to be phased down by 2040. The amendment will enter into force starting with 
the 19th of January 2019, provided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might bring barriers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump manufacturers are considering 
the use of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps can achieve, which is currently not ore than 6 MW 
ther al output per unit, but this can always be overcome by connecting multiple modules together 
if the space for the  exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pressure, and more compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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a bient and geotherm l water and waste h t re ain as he mos  common heat sources, but after 
the year 2000 n w types of heat sourc s emerg d, suc  as flue gas and solar h at storage, which may 
pr ve to have a mor  important rol  in the future DH ms. T ese characteristics are summarized in 
Table 4. 
Table 4. Characteri tics of t e heat sources used by the heat p mps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Tempera ure Stability/Security Proximity to Urban Areas 
Sewage water  ▲ ▲ 
Ambient water  ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geo hermal water  ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬
4.2. Refrigerants 
The refrigerants used today by the electric large-scale he t umps have a good applicability and 
compa bility with the existing compressor heat pumps, but HFC refrigerants have already 
encountered legislation issues i  countries such as Denmark or Swi z rland. In Denmark the use of 
R-134  is quantities large  t an 10 kg has been prohibited sinc  2006 [37] whilst Switzerland adopted a 
imilar strategy, with a strengthened national F-ga policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW starting from December 
2013 [38]. 
On an EU policy evel, there is currently no restriction n the u e of HFCs for large-scale 
applications i  the heating and cooling sector, b t rest ictions were issued for refrigerants with high 
levels of GWP in the latest F-gas r gulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed al ng with ne ly-developed pr jects. This is related to the improved 
physical properti s of th  natural re rigerants (especially of NH3, where t  technology has reached 
a certain maturity) but is also due to the ush for changes on a policy lev l, which aim to reduce the 
use of powerful green ouse gases. One such rec t change is the amendment to the Montreal 
Protocol, signed in Octob r 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substa ces to be p ased down by 2040. The amendment w ll enter into force starting with 
the 19th of January 2019, provided that at leas  20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20 h party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the lev ls of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15%  HCFCs (hydrochlorofluorocarbons) 
as the baseli e [27]. The amendmen  might bring barriers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options do exist. The safes  options to go with in the future are 
the natural refrigerants, such a  3 and CO2, whilst some heat pump manufacturers are considering 
the use of a ew f ily of refrigerants, namely hydrofluor olefins (HFOs). Each of these refrigerants 
ha  its adv ntages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve simila  performances or outrun the heat pumps using HFCs. A possible 
drawback is the ca acity such h at pump  an achieve, which is currently not more than 6 MW 
thermal output per unit, but this can always be overcome by conn ctin  multiple modules together 
if the space fo  them exists. Another possibly viable refrigerant for the future is CO2, which can 
provide hig  performances, but the h h pressure his refrigerant needs to work at establish the 
main barrier in th  development of larger capacities for this type of he t pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pres ure, nd ore compressors are necessa y to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, th  development of this technol gy in relatio  to DH could prove beneficial, 
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ambient and geothermal water and waste heat remain as the most co mon heat sources, but after 
the year 2000 new types of heat sources emerged, such as flue gas and solar heat storage, which may 
prove to have a more important r le in the futur DH yst m . These charac eristi s are summarized in 
Table 4. 
Table 4. Characteristics of the heat sources used by the heat pumps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water ▲ ▲ ▲ 
Ambient water ▬ ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Sol r heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pumps, but HFC refrigerants have already 
ncount red legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been rohibi ed since 2006 [37] whilst Switzerland adopted a 
similar s ategy, with a strengthen d nation l F-gas policy, which prohibits th  placement on the market 
of st tionary units usi g HFC, specifically un s with capacities ov r 600 kW st rting from December 
2013 [38]. 
O  an EU policy level, there is currently no restriction on the use o  HFCs for large-scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A te dency of igration from syntheti  to natural 
refrigerants can e ob e ved along with newly-develop d projects. This is related to the improved 
physical properties of the natural refrigera ts (espe ially of NH3, where the echnology has reached 
 cert i  maturity) but is also due to the push for chang s on a p licy lev l, which aim t  re uce the 
use o  powerful gr enhouse ases. On  such recent chang  is the amendment to the Montreal 
Protocol, signed in Octob r 2016 at t e 28t  Me ting of Pa ties, whic  adds the HFCs to the list of 
c ntrolled substances to b  phased down by 2040. The amendment will er in o force starting with 
the 19  of January 2019, prov ded t at a  leas  20 parties ratify it. O rwise, i  will enter force 90 
days after the ratification by the 20 h party. This appli s o developed countries, thus the EU. The 
phase-down will be done in s eps, so that by 2040 the l vels of HFCs will be reduced by 85% 
compared to the average consump i n in 2011–2013 pl s 15% of HCFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might br ng ba riers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options d  exist. The safe t ptions t  go with in the future are 
th  na ural refrigerants, such as NH3 and CO2, whils  some heat pump manufacturers re considering 
the use f a new family of r frig rant , namely hydrofluor olefins (HFOs). Each of these refrigerants 
h s its advantages and disadvantages. 
The new generat ons of he t pumps using NH3 have reached certain l v l of technological 
maturity and can chieve similar performances or outrun the heat pumps using HFCs. A possible 
dr wback is the capacity such heat pumps can achi ve, which is currently not m re th n 6 MW 
thermal utput p r un t, but is can always be overcom  by c nnecting multiple modules together 
if the s a e for them exists. Another possib  viable frigerant for the future is CO2, which can 
provide high perf rmances, but the high p essur s this refrigerant needs t  work at stablish the 
main barrier n the devel pment of larger capacities for this type of heat pump. This mainly affects 
t e bigg  parts of the assemblies and th  internal pip ng. The arger the subassembly, t e igher the 
p essure, an  more comp esso s a  necessary to achieve 1 MW thermal output th n for an equivalent 
NH3 heat pump. Overall, the v lop ent of thi  tec nolo y in rela ion to DH could prove b neficial, 
Flue gas
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ambient and geothermal water and waste heat remain as the m st ommon h at sources, ut after 
the year 2000 new types of heat sources emerg , such as flue gas and solar heat storage, which may 
prove to have a more important role in the future DH systems. These characteristics are summarized in
Table 4. 
Table 4. Characteristics of the heat sources used by the heat umps in the survey (  high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage ater ▲  
Ambient water ▬ ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water  ▲ ▼ 
Flue gas ▲ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale heat pumps have a good applicability and 
compatibility with the existing compressor heat pu ps, but HFC refrigerants have already 
encountered legislation issues in countries such as Denmark or Switzerland. In Denmark the use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst S itzerland adopted a 
similar strategy, with a strengthened national F-gas policy, which prohibits the placement on the market 
of stationary units using HFC, specifically units with capacities over 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently no restriction on the use of HFCs for large-scale 
applications in the heating and cooling sector, but restrictions were issued for refrigerants with high 
levels of GWP in the latest F-gas regulations [39]. A tendency of migration from synthetic to natural 
refrigerants can be observed along with newly-developed projects. This is related to the improved 
physical properties of the natural refrigerants (especially of NH3, where the technology has reached 
a certain maturity) but is also due to the push for changes on a policy level, which aim to reduce the 
use of powerful greenhouse gases. One such recent change is the amendment to the Montreal 
Protocol, signed in October 2016 at the 28th Meeting of Parties, which adds the HFCs to the list of 
controlled substances to be phased down by 2040. The amendment will enter into force starting with 
the 19th of January 2019, provided that at least 20 parties ratify it. Otherwise, it will enter force 90 
days after the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phase-down will be done in steps, so that by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consumption in 2011–2013 plus 15% of CFCs (hydrochlorofluorocarbons) 
as the baseline [27]. The amendment might bring barriers to the inclusion of more large-scale heat 
pumps in the future DH systems, but options do exist. The safest options to go with in the future are 
the natural refrigerants, such as NH3 and CO2, whilst some heat pump anufacturers are considering 
the use of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
The new generations of heat pumps using NH3 have reached a certain level of technological 
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible 
drawback is the capacity such heat pumps can achieve, which is currently not ore than 6 MW 
thermal output per unit, but this can always be overcome by connecting multiple modules together 
if the space for the  exists. Another possibly viable refrigerant for the future is CO2, which can 
provide high performances, but the high pressures this refrigerant needs to work at establish the 
main barrier in the development of larger capacities for this type of heat pump. This mainly affects 
the bigger parts of the assemblies and the internal piping. The larger the subassembly, the higher the 
pressure, and more compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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a bient and ge th rmal water and wa te heat remain a  the most common heat sources, but after 
the y ar 2000 new types of t o ce  merged, su h as flue gas and solar he t stor ge, which may 
prov  to have a more important role in th fut r  DH sy tem . These characteristics are summarized in 
Table 4. 
able 4. Cha act ri t cs of the hea  sou c s ed by the heat p mps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water ▲ ▲ ▲ 
Ambient water ▬ ▲ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▲ ▼ 
Flu  gas  ▬ ▬ 
Dis rict cooling ▼ ▬ ▲ 
Solar heat s orage ▲ ▲ ▬ 
4.2. Refrigerants 
The r frigerants used tod y by he elect ic l rge-scale heat pu ps hav  a go d applicability and 
compatibility wit  t  xisting compressor heat pumps, but HFC refriger nts have already 
encou tered legisl ti  issues in count ies such as Denmark or Switzerland. In Denmark the use of 
R-134a i  qu ntiti s la ger than 10 kg h s been rohibited since 2006 [37] whilst Switzerland adopted a 
imilar strategy, with a trengthened ati n l F-gas olicy, which prohibits the placement on the market 
f stationary units u ing HFC, specifically units with capacities ov r 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is currently n  restricti n on the use of HFCs for large-scale 
applications in th  heating an  c oling s ct r, but restrictions were issued for r frigerants with high 
lev ls of GWP in the lates  F-gas regulations [ 9]. A t nd ncy of migration from synthetic to natural 
r frigerants can be obser d along with ewly-developed projects. This is r lat d to the improved 
physical prop ties of th  n tural refrig rants (esp cially f NH3, where the technology has reached 
a certain maturity) but is also due t  the push for changes on a policy lev l, which aim to reduce the 
f powerful gr enhouse g ses. On  such recent change is the mendment to the Montreal 
Protocol, signed in Octob r 2016 at th  28t  Me ting of Parties, which adds the HFCs to the list of 
co r lled sub tances to be p ased down by 2040. The amendment will nter into force starting with 
the 19th of J nuary 2019, ovided at t least 20 parties ratify it. Otherwise, it will enter force 90 
days aft r the ratification by the 20th party. This applies to developed countries, thus the EU. The 
phas -dow  will be one in st ps, o tha  by 2040 the levels of HFCs will be reduced by 85% 
compared to the average consump i n in 2011–2013 plus 15% of HCFCs (hydrochlorofluorocarbons) 
as he ba eline [27]. The amendm nt m ght bri g barriers to the inclusion of more large-scale heat 
pump  in the future DH syste s, but ptions do xist. T e safest options to go with in the future are 
the natural refrigerants, such as NH3 nd CO2, whilst some heat pump manufacturers are considering 
the us  f a n w family of refrigerants, namely hydrofluorool fins (HFOs). Each of these refrigerants 
has its advantages and disadvantages. 
T e new gener tion  of heat pumps usin  NH3 have reac ed a certain level of technological 
maturity and can achieve similar p rformance  or outrun the heat pumps using HFCs. A possible 
d awback is the ca acity s ch heat pumps ca  achieve, whic  is currently not more than 6 MW 
th mal output p r u it, b t this can always b  overcome by connecting multipl  modules together 
if th  space for them exists. Anothe  po sibly viable refrigerant for the future is CO2, which can 
provide hi h performances, but the hig  pressur s this refrigerant needs to work at establish the 
main bar ie  in the d velop ent of larger capaciti s for this type f h at pump. This mainly affects 
th  big er parts f the sembli s a d t  i t rnal piping. The larger the subassembly, the higher the 
pressure, and more compressors are nec ssary to achieve 1 MW therm l output than for an equivalent 
NH3 heat ump. Overall, t e develo ment f this technology in relation to DH could prove beneficial, 
District cooling
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ambient and geothermal water nd waste heat remain as the ost c mmon h at so rces, but after 
the year 2000 new types of heat sources emerged, such as flue gas and solar heat storage, which may 
prove to have a more important role in the future DH systems. These characteristics are summarized in 
Table 4. 
Table 4. Characteristics of the heat sources used by the heat umps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Ar s 
Sewage water ▲ ▲ 
Ambient water ▬ ▲ 
Industrial waste heat ▲ ▼ ▬ 
Geothermal water ▲ ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric larg -scale heat pumps hav   good a p bility and 
compatibility with the existing compr ssor h at pumps, but HFC refrig ra s hav  alrea y 
encountered legislation issues in countries such as De ark or Swi zerla . In Denmark he use of 
R-134a is quantities larger than 10 kg has been prohibited since 2006 [37] whilst Switzerland adopted  
similar strategy, with a strengthened national F-gas p licy, which prohibi the placem nt on the market 
of stationary units using HFC, specifi ally units with capacities over 600 kW starting from D c mber 
2013 [38]. 
On an EU policy level, there is urrently no restriction on th  use of HFCs for larg - c le 
pplications in the heating a  cooling sector, but restric io s e issued for refrigerant  with high 
levels of GWP in the latest F-gas egulations [39]. A t ndency of migrat on fr m synth tic to  
refrigerants can be observed long with newly- vel ped projects. Thi is related to the impr ved 
physical properties of the natural refrigerants (esp cially of NH3, wh re th  technol gy has reach d 
a certai  maturity) bu  is also due to the push for ch ges on a policy level, w ch a m to re uce the
use of powerful greenhouse ga s. One such recent change is the men m  to the Montreal 
Protocol, sig ed in October 2016 at the 28th Meeting of Parties, w ich ad  the HFCs o the list of 
controlle  substances to be ph sed down by 2040. The mendment will en  into force arting with 
the 19th of Januar  2019, provided that at l ast 20 arti s ratify it. Oth rwis , it ill nter fo ce 90 
days after the ratification by the 20th party. This a plies to d v loped coun ries, thus th  EU. The 
phase-down will be done in steps, so tha  by 2040 he levels of HFCs wi l be r duced by 85% 
com ared to the average consumption in 2011–2013 plus 15% of HCFCs (hydrochloroflu roc rbon ) 
as the baseline [27]. Th  amendment mig t bri g barriers to he inclu ion of mor  l rge-sc le heat 
pumps in the future DH systems, but opti ns do exist. The saf st option t  g  with in t e future are 
the natural refrigerants, such s NH3 and CO2, whilst som  heat pump manufacturers ar  cons deri g 
the use of a new family of refrigera ts, amely ydrofl oroolefins (HFOs). Each of th e ref ig rants 
has its dvantages and disadvant ges. 
The new gene tio s of he t pumps sing NH3 hav  re he   c rtain lev l f e h o gical 
m turity and can i  similar rformances r outru  the h a  u ps si g HFCs. A os ib
drawback is the capacity such h at pumps can hieve, wh ch  curren ly not o  t an 6 MW 
thermal output per unit, but t is can always be overcome by co n c ing multiple m dules together 
if the space for them exists. Ano r possibly viable refrigerant for the futu e is CO2, which can 
provide high performances, but the igh pressures thi  r frigerant needs to work at stablish the 
main barrier in the development of larger capacities for thi  type of eat pump. This mainly affects 
the bigger parts of the assemblies and the intern l iping. Th  larger th  subassemb y, the higher th  
pressure, and more compressors are necessary to achieve 1 MW thermal output than for an equivalent 
NH3 heat pump. Overall, the development of this technology in relation to DH could prove beneficial, 
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ambi nt and geotherm l water nd wa te heat re ain as the most common heat sources, but after 
the year 2000 n w types of eat sources e rged, suc  as flue gas and solar heat storage, which may 
pr ve to have  more important role in t  future DH sy tems. These characteristics are summarized in 
Table 4. 
Table 4. Characteri tics of the heat sources used by the heat p mps in the survey (▲ high, ▬ medium, 
▼ low). 
Type of Heat Source Temperature Stability/Security Proximity to Urban Areas 
Sewage water  ▲ 
Ambient water ▬ ▲ ▲ 
Industrial waste heat  ▼ ▬ 
Geothermal water  ▼ 
Flue gas ▲ ▬ ▬ 
District cooling ▼ ▬ ▲ 
Solar heat storage ▲ ▲ ▬ 
4.2. Refrigerants 
The refrigerants used today by the electric large-scale he t umps have a good applicability and 
compatibility with the existing compr ssor heat pumps, b t HFC refrigerants have already 
encountered legislation issu s  countries such a  Denmark or Switz rland. In Den ark the use of
R-134  is quantities large  t an 10 kg has been pro ibited sinc  2006 [37] whil t Switzerland adopted a 
imilar strategy, with a str ngthened n tio al F-ga  policy, which prohibits the placem nt on the market 
of stationary units using HFC, specifically nits wit  capacities ver 600 kW starting from December 
2013 [38]. 
On an EU policy level, there is curr tly n  restriction n the u e of HFCs for large-scale 
applications i  the heating and cooli g ecto , b t rest ictions were issued for refrig ran s w h high 
levels of GWP in the latest F-gas r gulations [39]. A tend ncy of mig ation from synthetic to natural 
refrigerants can be observed al ng ith newly-dev loped pr jects. This is related to the improved 
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4.2. Refrigerants
The refrigerants us d today by the electric large-scale heat pumps have a good applicability
and comp tibility with the xisting compr ssor he pumps, but HFC refriger nts h ve alrea y
encount ed legisla ion issues n unt ie uc Den ark or Swi zerland. In Den k the us of
R-134a is quantities larg th n 10 kg has be n prohibited si ce 2006 [37] whi st Switzerland adopted
a similar stra egy, with a strength ned national F-gas poli y, whic proh bits t p ce t on the
arket of stati nary units u i g HFC, specifi l y u its with c paciti s ver 600 kW star in f om
Dec mbe 2013 [38].
O an EU policy evel, there is cu rently n rest icti n o the u e of HFCs for l rge-scal
applicati in the heating and ooling sector, but r tricti s we e issued for refrig a ts with
high level of GWP in the l est F-gas regula io [39]. A te de cy f mi ra i f om syn etic t
natural refrigerants can be observed along with n wly-dev loped pr ject This is r lated o t e
improved physical p operties of the natural efrig rants (e p i ll of NH3, whe e t c nology
a reached a certain maturity) but is als du to the push for h nges n p licy lev l, hich aim
to duce the use of powerful green ouse gases. O e ch r cent cha e is th mendment to t e
Montreal P otocol, sign d in October 2016 at the 28th M eti g f Pa ies, w ich add t HFCs to
the list of contr lled s stance to b phased down by 2040. Th am ndm nt will e ter into forc
starting with the 19th f January 2019, provided t at t l ast 20 p rti ratify i . Othe wi , it will e ter
force 90 days fter the ratification by the 20th arty. This ppli s to devel pe c nt s, thus t e
EU. The p ase-down will be done in st ps, so that by 2040 t e levels of HFCs will be reduc by 85%
compared to the aver ge c nsumption in 2011–2013 plu 15% of HCFC ( ydrochlorofluorocarbons)
as the aselin [27]. T amendment mig t bring bar ier to he inclusion of e large-scale heat
pumps in the future DH systems, but option do exist. Th s f st options o go with in he f ture re
the natural refrigerants, uch as NH3 and CO2, whil ome pump manufacturers are consid ring
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the use of a new family of refrigerants, namely hydrofluoroolefins (HFOs). Each of these refrigerants
has its advantages and disadvantages.
The new generations of heat pumps using NH3 have reached a certain level of technological
maturity and can achieve similar performances or outrun the heat pumps using HFCs. A possible
drawback is the capacity such heat pumps can achieve, which is currently not more than 6 MW thermal
output per unit, but this can always be overcome by connecting multiple modules together if the space
for them exists. Another possibly viable refrigerant for the future is CO2, which can provide high
performances, but the high pressures this refrigerant needs to work at establish the main barrier in
the development of larger capacities for this type of heat pump. This mainly affects the bigger parts
of the assemblies and the internal piping. The larger the subassembly, the higher the pressure, and
more compressors are necessary to achieve 1 MW thermal output than for an equivalent NH3 heat
pump. Overall, the development of this technology in relation to DH could prove beneficial, as CO2
heat pumps usually have low return temperatures due to low temperatures in the evaporation process,
which leads to higher efficiencies [24].
The third option are the HFOs, with the R-1234yf and R-1234ze refrigerants intended for usage
with large-scale heat pumps. The literature concerning these refrigerants is very limited, and most
of this information was obtained through personal communication [24,40–42]. Known as the fourth
generation of refrigerants, the HFOs are similar to HFCs, as they contain hydrogen, fluorine and carbon,
but unlike the HFCs they have a GWP of 4. No heat pumps in the survey use this type of refrigerant,
but new projects currently in development will use it. These refrigerants are a possible replacement for
the HFCs due to their similar thermodynamic properties that allow the replication of large-scale heat
pump such as the ones built in Sweden in the 1980s, but generally have a reduced efficiency compared
to the HFCs. However, these refrigerants are contested in some circles because of the toxic substances
they release in case of leaks and after their breakdown in the atmosphere. Another disadvantage is
their flammability, but this is a characteristic shared with ammonia. Overall, the future of the HFOs
is uncertain, and even though they are already prohibited in countries as Denmark, (put the same
category as the HFCs), exceptions to this rule were granted, due to their low GWP. On a European level,
there are currently no regulations acting against the use of these refrigerants, nor they are mentioned
as part of the prohibited substances in new amendment adopted to the Montreal Protocol, but their
future is uncertain, due to their toxicity and lack of knowledge on long-term behaviour.
Therefore, given the concern for reducing the GHG emissions, the learning curve, accumulated
knowledge and the regulatory support, NH3 presents itself as the safest refrigerant for the expansion
of electric large-scale heat pumps in the future with the current knowledge, leaving the CO2 as a
second solution for smaller capacities (up to 2 MW). The HFOs are also regarded as an option for
a future expansion, but the characteristics of this new family of refrigerants could bring them in
the same situation as the HFCs used today. Of note, besides the above presented categories, other
substances such as hydrocarbons or water can be used refrigerants, but the technology remains in the
demonstration phase for the use in DH systems.
4.3. Operating Temperatures
In the past large-scale heat pumps were generally avoided as they were not considered as
capable for supplying high enough temperatures for the DH. This was related to their technological
design, being derived from chillers, as the refrigerant used with the electric motor could only allow
temperatures of maximum 65 ◦C [34]. However, this can be partly addressed by the technology used
in the 1980s in Sweden, where many large-scale heat pumps could already supply temperatures over
70 ◦C, reaching up to 90 ◦C while still achieving a COP over 3.
Nowadays, the old heat pumps in Sweden still function and deliver the required output
temperatures, and are followed by new generations of heat pumps that can deliver temperatures of
80 ◦C, or even 90 ◦C, using natural refrigerants. These may prove reliable as heat suppliers for the
DH networks. Since it is necessary for the future generations of DH to decrease their distribution
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temperatures [12], this can only provide advantages for heat pumps, as the decrease in temperatures
will allow an increase in efficiency. As presented in Table 3, there is a strong correlation between
low-temperature DH systems and high COPs, as in the range of heat pumps supplying temperatures
below 70 ◦C, the average COP is 4.6, compared to the rest of the heat pumps, where the COP between
3.5 and 4.
4.4. Type of Operation
Most the heat pumps in the survey supply a secondary load of the total heat demand in their DH
networks. The capacity factor of the heat pumps in Sweden reduced in the period 2002–2013 and it
is likely to still be reduced because to the increased competition of biomass and waste CHP, but also
because of higher electricity prices. In the scenario of a highly electrified energy system and increased
DH levels on a European level, the role of these power-to-heat systems will become more important.
Electric large-scale heat pumps are documented as critical components of a Smart Energy
System [9], and the combination between CHP and heat pumps and can provide the advantages
of both the flexibility of fuels (such as biomass and waste) and the low prices of intermittent electricity.
From a technical point of view, heat pumps can also be integrated along with CHP units, provided
that the necessary DH temperatures are below 90 ◦C [34].
One of the first steps in this integration process is the connection between the thermal and
electricity sectors. Since most of the electricity demand is already produced by CHP, the integration is
in place to some extent. In combination with cogeneration plants and other sources, the heat pumps
can utilise inexpensive thermal storage systems in the DH network compared to other integration and
energy storage options. These can typically store 2–8 h of heat demand in the DH [13,43].
By integrating this type of operation, the CHP plant can be operated in such a way to benefit from
the integration with RES. That is, when the RES production is high, the CHP is used less and the heat
pump has priority. When the RES production decreases, the CHP is used more with reduced priority
for the heat pump (Figure 4). The advantage of such a system with added thermal storage capacity is
that it can integrate fluctuating RES to a high percentage without losing the overall efficiency [44,45].
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The same functioning principle can be applied when the electricity price decreases and/or the
fuel price increases, triggering more heat pump use, and vice-versa, when the electricity price increases
and/or the fuel price decreases, allowing the CHP to be used more. Another advantage of this type of
integration can be related to the outdoor temperatures, by using the CHP in times of very low outdoor
temperatures and more heat pump when the temperatures are higher.
The future partnerships between CHP and large-scale heat pumps can also include ‘cold storage’,
where the flue gases are stored and recovered later by the heat pump, which can operate even when
the CHP is not functional. This type of operation opens the opportunity for a high degree of flexibility
in the plant operation, allowing for efficient and flexible use of electricity for heat production, and
allows the operation of the heat pump with no additional temperature lift towards heat storage. In the
CHP - heat pump - cold storage combination, low temperature heat from flue gases is recovered and
stored during the operation hours of the CHP. The stored heat in the ‘cold storage’ is used as a heat
source for the heat pump, operational at high COP, due to the high temperature of the heat source.
The heat pump can function even when the CHP is not operational and this mode can be used when
the electricity prices are low due to a high proportion of intermittent electricity. The main advantage of
this type of operation is its capability to provide the required temperature for the DH, which usually is
above 80 ◦C [15]. While in [15] a transcritical heat pump was considered for this partnership, other
subcritical heat pumps can also be used.
Therefore, heat pumps are maximising the efficiencies of the heating plants by using their own
waste heat, but have not been used so far to balance intermittent electricity sources on a large scale,
only to integrate a constant surplus of electricity, like the one produced by the nuclear power plants in
Sweden in the 1980s.
Exceptions to this rule exist, as the largest existing heat pumps in Gothenburg have been used
solely on a start/stop basis, dependent on the price of electricity [31]. If this is already achieved to
some extent with old technology, there is no reason this cannot be done with newer technology. Thus,
it finally becomes a deliberation of risk management. If electricity prices are a constant low, then it is
not an issue, as the heat pumps can operate as much as possible, but then it is also difficult to compete
economically for balancing purposes. If the mechanical wear can be ruled out for frequent start-ups
with the new generations of heat pumps, or if the operation and management costs are low enough to
encourage frequent start-ups, then the large variation of electricity prices becomes more practical, as
more intermittent power generation is added to the electrical grid.
Again, it is important to note that so far heat pumps have not been designed for flexible regulation.
This should be a focus point in the future development.
District Cooling
As part of the operation of heat pumps, cooling can also provide operational gains. As mentioned
before, the main advantage of such a network is the economic gains it can achieve, represented by the
shared costs of installing and operating the system, as not everybody can afford to install and operate
an individual cooling system. The space made vacant by the replacement of individual cooling units
with district cooling can be an advantage, as well as the reduction in noise from the cooling machines.
In some cases, individual air-conditioning systems can put additional stress on the local electricity
grids, so a cooling grid with water temperatures just over freezing can represent a solution. However,
one issue with this system is with respect to the return temperatures of the grid, which are often below
10 ◦C, so the piping must be larger for the same effect transport. Consequently, this could make a
district cooling network more expensive than a DH network for the same piping length [46].
Currently, the district cooling covers approximately 1% of the cooling demands, whilst the
majority is ensured by individual heat pumps/chillers [7]. The cooling sector itself represents only
a small fraction of the heating and cooling sector, leaving a great amount of choice for the future
development of the cooling supplies. According to the HRE studies, the choice of cooling supplies is
likely to have minor influences on the national energy supplies if the demands remain the same, but
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could have higher impact on a local level [7]. One third of the heat pumps in the survey also supply
district cooling, due to the availability for such demand and its economic advantages. The future
deployment of large-scale heat pumps should not be defined by the necessity for supplying both the
heating and cooling demands, but by local strategies. Thus, the national strategies should focus more
on integrating the intermittent RES with the thermal sector, as the heating demands are higher than
the cooling demands, even in the countries in Southern Europe [7].
5. Conclusions and Policy Implications
The available data was sufficient to create an overview over the status of this technology in Europe,
and analyse its most relevant patterns. The lack of cooperation and interest of some stakeholders to
share more data affected the completion of this survey. More data would have made the results of the
survey more precise, but overall, it would not have changed the understanding of the technology used
nowadays by the electric large-scale heat pumps.
Summarising the identified types of heat sources used by the heat pumps in the survey indicates
that there is a huge potential for using sewage water and ambient water as the main heat sources
for the future heat pumps due to their long-term stability, proximity to urban areas and not least of
all, temperatures, mainly for sewage water. These types of heat sources are considered as the main
enablers for achieving the capacities estimated in HRE, of 40 GW thermal output. Industrial waste
heat is also an important heat source, despite its higher risk of providing long-term stability, as there
is a high potential for using it either directly, or enabled by a heat pump, since the temperatures are
generally high. The other heat sources are worth mentioning too, as solar heat storage, geo-thermal
energy or flue gas represent valuable resources that good can be quantitatively expanded to other
locations in Europe.
DH temperatures are generally achieved without compromises in terms of COP, and the present
generation of heat pumps can supply the necessary temperatures of the DH systems by using natural
refrigerants. However, since heat pumps are more efficient when providing lower temperatures,
consideration should be given to low temperature networks, which have reduced losses in the grids
and provide low temperature return, of critical importance for the future DH networks.
Regarding their type of operation, in a future scenario with more renewables in the energy
system produced by wind and solar sources, the large-scale heat pumps can bring more advantages
by functioning on an intermittent basis. The integration of large-scale heat pumps in DH systems
adds resilience to the electric and thermal grids by taking advantage of the low-cost electricity prices
on the spot market, and by using electricity to generate heat. Such an integration can help reduce
the surplus electricity on a grid and help to shave the peak electricity production if enough capacity
is installed. Since an electricity surplus once led to the expansion of large-scale heat pumps in DH
systems in Sweden in the 1980s, it is possible that the situation could repeat once again with the
increasing amounts of electricity from wind and solar.
Thus, the technological limitations do not seem to be a barrier, but there are policy limitations
that do not give heat pumps an advantage compared to other technologies, even though from a
socio-economic perspective, they are critical elements of the future energy system. Specifically, an
energy market with no carbon penalty, biomass and fossil fuel subsidies is not helpful for the expansion
of this technology. For example, biomass is a limited resource, but has more financial incentives than
using heat pumps. Even though DH is generally well promoted by policy makers, the connection with
heat pumps is rarely made due to a lack of knowledge or willingness to remain technology-neutral.
Since heat pumps do not benefit of tax exemptions or subsidies like other technologies do, these
end up with a higher investment cost than their competitors. One could also raise the question of
more moderate DH expansion than that suggested in the HRE studies, as well as a lack of abundant
heat sources, which would decrease the role of large-scale heat pumps in the future. However, as
demonstrated in this study, the potential exists.
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To conclude, the technology used nowadays by the electric large-scale heat pumps has reached
a satisfying level of maturity to be further deployed in existing and future DH systems across
Europe if careful consideration is put in choosing the right refrigerant to comply with environmental
requirements, and if the technological design is aimed at frequent start-ups to be able to integrate
intermittent renewable electricity sources.
Supplementary Materials: The following are available online at www.mdpi.com/1996-1073/10/4/578/s1.
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